DOH/EPA Comments on
FAD Deliverables due February 28, 2016
6.2 Wastewater Treatment Plant Compliance Inspection Reports Summary – 3rd
and 4th Quarters 2015
The semiannual Wastewater Treatment Plant Compliance Inspection Report was
submitted as required by the Revised 2007 FAD. NYSDOH/USEPA offer the following
comments and requests for clarifications:


Several Unsatisfactory and/or Marginal ratings given to items during the 3 rd
quarter were changed to satisfactory during the 4th quarter inspection due to
necessary improvements. However, malfunctions at the Roxbury Run Village
WWTP (Delaware County) seem to persist. Please provide an update on the
performance status and the anticipated steps that would lead to improvements.



Several facilities (for example, Boiceville, Trailside at Hunter, and Walton) appear
to have experienced a variety of problems ranging from I&I issues, detection of
Giardia cysts, and elevated turbidity levels. Additional information/updates on
actions that have been taken to improve performance at these facilities will be
appreciated.



The pathogen sample from Trailside at Hunter (Hunter Highlands) that had 26
Giardia cysts was collected soon after the CBUD unit was put back on-line after
air lancing. Has DEP previously noted any similar incidence of elevated
pathogen levels after air lancing? Please describe any studies done on CBUDs
(by DEP or others) to investigate the presence of pathogens in filter effluent after
air lancing.

6.2 Wastewater Treatment Plant Water Quality Sampling Monitoring Semiannual
Report (July 1 – December 31, 2016)
The semiannual report on water quality sample monitoring of the NYC-owned
and non-City-owned WWTPs was submitted as required by the Revised 2007 FAD.
The report indicates that in spite of the fact that DEP staff was very proactive in
preparing operators/owners for the upcoming camp season, some camps still
experienced multiple sewage treatment malfunctions during the season (such as
Machne Tashbar and Timberlake). Please provide information regarding improvements
that would need to be done to avoid similar issues in the upcoming 2016 season.
If available, please provide more information regarding the identified or
suspected cause of elevated fecal coliform levels detected at Tannersville WWTP on
September 16, 2015.

